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front of pipe, is bolted between the side pieces just above the 
pivot pin. 

wiring. 
All of the wire used on the support or in  the lamps, is what 

is known as canvaeite cord made up of two strands of flexible 
wire. A separate circuit is run from each lamp to the switch- 
board in the office. The wire being connected with a porce- 
lain weather proof socket (care being taken to have the said 
socket fastened to the inside of lantern in  such a manner as 
to insure that  the bulb of the incandescent lamp hangs 
squarely in the center of the lantern lenses) passes out 
through the ventilation opening at the top of the lantern, 
and enters the pipe at the “ T ’’ fitting in each of the short 
horizontal arms, thence passing down on the inside of the 
pipe to a point about 3 or 4 inches above the top of the 
wooden portion of the support, where a hole has been drilled 
to allow of its passing out and down the side of the wooden 
support, on porcelain.knobs, to  the side of chimney, which it 
enters. 

Lamps. 
The lamps were wired with one 32-candle power incaqdes- 

cent eleetric lamp in  each, and in such a manner that  the oil 
lamps can be substituted a t  any time without delay. The 
manner in which the incandescent lamp sockets were fastened 
to the inside of the lanterns will be best understood by an 
examination of a sketch showing a cross section of lantern 
globe and lamp socket (see Chart 1 7 1 1 1 ,  a t  side). It will 
he noticed that  all that. is necessary to firmly fix a socket in 
a lamp, when so wired, is to draw up the socket until the wire 
prongs, when spread out, will touch the sides of the lantern 
above the glass globe. By simply bending, in or out, the ra -  
rions prongs, the socket can be brought squarely i l ~  the cen- 
ter of lantern. All surplus wire should be drawn from the 
top of lantern. 

The bottoms of the lanterns are fastened to the steel 
upright by a brass 1-inch band passing around each lantern 
and bolted on either side of pipe as shown in drawing. 

Switchboard. 
The switchboard is made of enameled black slate, 15 by l e  

inches, provided with two 32-candle power incandescent elec- 
tric pilot lamps, having opalescent shades, aud two baby knife 
switches. The mains and knife switches are fused on front 
of board. All connections are made in rear of board, which 
is set into a neat varnished oak frame. 

Painting. 
Both the wood and metal portion of the support were given 

two good coats of paint, the first coat on the metal being niin- 
era1 paint. 

General Remarks. 
While there is no doubt about a support erected in this 

manner being able to withstand any strain due to ordinary 
high winds, 30 to 40 miles, it should be observed closely dur- 
ing winds of a higher velocity, and if found necessary, three 
or four wire guys run up to within about 5 feet of the top 
lantern, after which it is thought that  its strength will be 
equal to that  of the combined wind vane and anemometer 
support, I n  order to make these guys easily detachable, they 
can be fitted with strong durable spring snaps to snap into 
the anchor irons.‘ . 

The only sway, which was very slight, noticed during the 
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The greatest strain on the mast during high winds comes at the 
point through which the pivot bolt passes, and a hole through the iron 
pipe at this oint weakens it appreciabl . The construction at thie 
point should {e modified so that the fulrstrength of the pipe may be 
retained. This size of mast would not be strong enough for lanterns 
heavier than the regulation masthead lantern now in use.-H. E. W. 
and C. F. M. 
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highest winds, since the erection of the new support, was con- 
fined entirely to the upper section. It was not a back and 
forward movement, but more in the nature of a slight lean 
with the wind, due to the elasticity of the steel pipe. 

While a support erected along these lines insures an un- 
obstructed display in every direction, it also permits of low- 
ering the lanterns a t  a moment’s notice, should occasion re- 
quire, while the lanterns wired in this manner, are not muti- 
lated in the least. 

Should neither a suitable wall or chimney be available for 
the erection of a support of this k i d ,  it niight easily he 
stayed by iron braces. 
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OBSERVATIONS AT HONOLULU. 

Through the kind cooperation of Mr. Curtis J. Lyons, Me- 
teorologist to the Government Survey, a copy of t,he daily 
record a t  Honolulu is communicated to the Weather Bureau 
in advance of its official publication, and is herewith printed, 
as a special contribution, for the convenience of those who 
are studying the relations of the storms and weather of the 
United Stat.es to bhose of adjacent countries, with a view to 
long-range, sensonal predictions. 

Meteorological obaerwlwlzd a1 Honolulu. 
AUGUST. 1898. 
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uced to sea level, but the gravlty 
The statlon is at 210 1st N 1570 50f W.; altltnc 
Pressure is corrected for ?emperature and re 

correction, 4.0”. is still to be applied. 
The average direction and force of the wind and the average cloudiness lor the 

whole day are piven unless they have varied more than usual. in whlch case the 
sxtremes are ‘ven The scale of wind force is 0 to 10. Two dlrectlons of wind. or 
values of winsforce connected by a dash, indicate change from one to the other. 

The rainfall for twhty-four hours is given as measured at 6 a. m. on the respective 
dates. 

The rain gauge 8 inches in diameter is 1 foot above ground. Thermometer, 9 feet 
above ground 

Monthly mean temperature (6+ 2 + 9) i 3 1s 77.2, and the normal mean 1s -. The 
normal rainfall for August ia -. 

bround ia 50 feet a h o k  sea.leve1. 

OBSERVATIONS AT PORT AU PRINCE, HAITI. 

Through the kind cooperation of Prof. T. Scherer of Port 
au Prince, Haiti, the meteorological observations taken by 
him a t  7” 12“ a. m., local time, or noon, Greenwich time, are 
communicated in manuscript for early publication in the 


